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TYPICAL WALL MOUNTED COPPER GROUNDING BAR
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STAND OFF INSULATORS.
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Key Notes

AMV 30A—2P SAFETY SWITCH — NEMA 1.

SHADE CONTROL MASTER SWITCH. OUTLET
BOX, CONDUIT, WIRING AND TERMINATION
BY E.C. SWITCH BY GENERAL

CONTRACTOR. REFER TO DRAWINGS

EP7—-105, EP7-106 & EP/7—107 FOR

DETAILS.

SHADE BUS SUPPLY/REPEATER. CONDUIT,
WIRING AND TERMINATIONS BY E.C.

REPEATER BY GENERAL CONTRACTOR.

REFER TO DRAWINGS EP/-105, EP7-106
& EP7—-107 FOR DETAILS.
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